
CITY OF SANTA ROSA 
IMPROVEMENT PLANS FOR 

.S.C.N. STOCKPILE PAD REPLACE 
55 STONY POINT ROAD, SANTA ROSA, CA 

GENERAL NOTES 

1. ALL WORKMANSHIP, MATERIALS AND CONSTRUCTION SHALL CONFORM TO THE CITY OF SANTA ROSA 
STANDARD PLANS, THE CONSTRUCTION SPECIFICATIONS FOR PUBLIC IMPROVEMENTS, THE SPECIAL 
PROVISIONS FOR THIS PROJECT AND TIHE STATE STANDARD SPECIFICATIONS AND STANDARD PLANS. 
THE CONTRACTOR IS RESPONSIBLE FOR UNDERSTANDING ALL STANDARDS PERTAINING TO THIS 
PROJECT. 

2. THE CONTRACTOR SHALL CALL UNDERGROUND SERVICE ALERT (USA) AT 1-800-642-2444 NO LESS 
THAN 2 WORKING DAYS PRIOR TO ANY EXCAVATION FOR MARK OUTS OF EXISTING UNDERGROUND 
FACILITIES IN ACCORDANCE WITH SECTION 5-1.36E OF THE SPECIAL PROVISIONS. 

3. THE LOCATIONS OF UNDERGROUND UTILITIES AND OTHER OBSTACLES SHOWN ON THE PLANS ARE 
BASED ON THE BEST AVAILABLE INFORMATION. THE CONTRACTOR SHALL POTHOLE AND DETERMINE 
THE EXACT LOCATION OF ALL POTENTIAL CONFLICTS IN ACCORDANCE WITH USA LAWS AND THESE 
SPECIAL PROVISIONS AND THE STANDARD SPECIFICATIONS. IF ANY UNMARKED UTILITIES ARE 
ENCOUNTERED, OR IF UNABLE TO LOCATE A MARKED UTILITY AFTER POTIHOLING, THE CONTRACTOR 
SHALL IMMEDIATELY NOTIFY THE OWNER OF THAT UTILITY AND THE ENGINEER, PER SECTION 15-7 OF 
THE TECHNICAL SPECIFICATIONS. 

4. ALL SEWER MANHOLES, MAINLINE CLEANOUTS AND WATER VALVES THAT ARE ON ACTIVE SYSTEMS 
SHALL BE ACCESSIBLE TO CITY PERSONNEL AT ALL TIMES AND SHALL BE BROUGHT TO GRADE WITHIN 
48 HOURS OF PAVING, PER SECTION 15-2.10B OF THE TECHNICAL SPECIFICATIONS. 

5. THE CONTRACTOR SHALL PROTECT AND PRESERVE CITY MONUMENTS. THE CONTRACTOR SHALL 
COORDINATE WITH THE CITY ENGINEER 10 WORKING DAYS IN ADVANCE FOR REFERENCING OF EXISTING 
MONUMENTS TO BE DISTURBED. THE CONTRACTOR SHALL RECONSTRUCT DISTURBED MONUMENTS IN 
ACCORDANCE WITH CITY STANDARD-280. 

6. OVERHEAD UTILITY SERVICE DROPS ARE NOT SHOWN ON THE PLANS. THE CONTRACTOR SHALL 
INVESTIGATE THE SITE AND BE AWARE OF LIMITED CLEARANCES UNDER OVERHEAD UTILITY LINES. THE 
CONTRACTOR'S TRUCKS AND EXCAVATION EQUIPMENT SHALL BE SIZED SO THAT OVERHEAD WIRES ARE 
NOT DAMAGED. . 

7. ALL EXCAVATED MATERIAL SHALL BE DISPOSED OF AS GENERATED AND AT NO TIME SHALL THE 
CONTRACTOR PLACE EXCAVATED MATERIAL AT THE WORK SITE, PER SECTION 71-1.03 OF THE 
TECHNICAL SPECIFICATIONS. 

8. ALL CONTAINERS, SHEDS, ROOF STRUCTURES AND FENCES DRAWN FROM CITY AERIAL. 

9. PROPERTY LINES ARE ONLY SHOWN ON PLAN SHEET FOR DEMONSTRATION. 

RECORD PLAN DATA 
PROJECT START: 

PROJECT END: 

GEN. CONTRACTOR: 

SUPERINTENDENT: 
UNDERGROUND 
CONTRACTOR: 

~~'IN~:~~------------------­
~IPETYPE: 

MANUFACTURER: 

SEWER FITTINGS 
MANUFACTURER: 
M.H. MANUFACTURER: 

WATER PIPE TYPE· NONE 
MANUFACTURER: NONE 

WATER VALVE 
MANUFACTURER: NONE 

WATER FITTINGS 
MANUFACTURER: NONE 

WATER SERVICE TYPE: NONE 
MANUFACTURER: N/A 
FIRE HYDRANT TYPE: NONE 
MANUFACTURER: NV\ 
INSPECTOR: 
CONSTRUCTION 
MANAGER· 

RECORD PLANS BY: 

ADDITIONAL INFO: 

CONTRACT No. C02182 

GUERNEVIlLE 

M.S.C.N. 
CORPORAnON YARD 

OCCIDENTAL ROAD 

W£ST COLLEGE AVENUE 

PROJECT 
LOCATION 

WEST 9TH STREET 

WfST 3110 STREET 

WEST 8TH 

LOCATION MAP 
NOT TO SCALE 

i/;== 

EUREKA 
SURVEY CONTROL DATA 

PROJECT 
VICINITY 

-Y_ICINITY MAP 
NOT TO SCALE 

PT# 

& 
ffi 
& 

NORTHING 

1923063.629 

1923045.991 

1922922.555 

EASTING ELEVATION DESCRIPTION 

6347228.991 114.37 PK NAIL 

6347315.966 115.16 SET CUT "X" 

6347385.309 115.36 PK NAIL 

INDEX TO SHEETS 
SHEET NO. TITLE 

1. 

2. 

3. 

COVER SHEET, NOTES & ABBREVIATIONS 

PLAN & LEGEND 

DETAILS 

BASIS OF BEARINGS 
SOUTH 89' 23' 48" EAST BETWEEN CITY OF SANTA ROSA HORIZONTAL 
CONTROL NETWORK COORDINATE MONUMENTS G.:..277 & G-247. 
NAD83 - ZONE 2 - EPOCH 91.35. 

BENCH LEVEL DATA 
CITY OF SANTA ROSA VERTICAL CONTROL NETWORK BENCHMARK D-215. 
ELEVATION = 111.45 FEET (NGVD 29). 

PROJECT LOCATION 
38'26'24.7"N 122'44'54.6"W 
WORLD GEODETIC SYSTEM (WGS) 1984 GEOGRAPHIC COORDINATE 
SYSTEM (DATUM) 

ABBREVIATIONS 
AB AGGREGATIE BASE 

BM BENCHMARK 

BFW BOTTOM FINISH OF WALL 

CD COMPACT DISC 

CL/T CENTIER LINE/ TOP 

CONC. CONCRETE 

CY CUBIC YARDS 

C.S.P. CALTRANS STANDARD PLANS 

CSR CITY OF SANTA ROSA 

Dl DROP INLET 

Dl COR DROP INLET CORNER 

DVD DIGITAL VERSATILE DISC 

EL/ELEV ELEVATION 

E/ELECT ELECTRICAL 

EX EXISTING 

EG EXISTING GROUND 

FG FINISH GRADE 

FS FINISH SURFACE 

GB GRADE BREAK 

HMA HOT MIX ASPHALT 

MSCN MUNICIPAL SERVICE CENTER NORTH 

MIN MINIMUM 

MON MONUMENT 

NAD 

NGVD 

NTS 

o.c. 
OHW 

PL 

PCC 

PT# 

RC 

SD 

ss 
SSMO 

SL 

STD 

svc 
T/CL 

TC 

TV 

TYP. 

USA 

VLT 

W/WTR 

wv 

NORTH AMERICAN DATUM 

NATIONAL GEODETIC VERTICAL DATUM 

NOT TO SCALE 

ON CENTER 

OVERHEAD WIRES 

PROPERTY LINE 

PORTLAND CEMENT CONCRETE 

POINT NUMBER 

RELATIVE COMPACTION 

STORM DRAIN 

SANITARY SEWER 

SANITARY SEWER MARK OUT 

STREET LIGHT 

STANDARD 

SERVICE 

TOP/ CENTIERLINE 

TOP OF CURB 

TIELEVISION 

TYPICAL 

UNITED STATIES OF AMERICA 

VAULT 

WATER 

WATER VALVE 

BEFORE EXCAVATING 
CALL U.S.A. 

UNDERGROUND SERVICE ALERT 
800-642-2444 

TWO WORKING DAYS BEFORE ALL 
PLANNED WORK OPERATIONS 

m 
~ 

0 
N 

c-J 

LL.I 
z 
=> .., 

w ..... 
<( 
0 

• 0 
N 

II 

' ~ 

w 
_J 
<( 
() 
(/) 

() 
() 
() 

;;..: 
(!l 

~ 
::c 
() 

<( 
0 
() 
./ 
() 
() 
() 

;;..: 
(!l 

~ 
Cl 

of$ 
C/) 

,., 
(!l 

wcn 
1-z Oo z_ ... ~ ~ 
w­w> 
::t:W C/)a: 
a:m wm 
><C 
0 
0 

CONTRACT NO. 

C02182 
SHEET 1 OF 3 

FILE NO. 2019-0002 



"' -I 
0 

'i 
<D 

/ 

/ 
/ 

/ 

/ 
/ 

/ 

GIW'IIIC SCALE 

UNDERGROUND FUEL TANK 
(PROTECT IN PLACE) 

\ !' 
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I FUEl TANKS 115.1~/h\ 

EX. CONTAINER 

I 

/ 

/ 
/ 10 0 5 

SET CUT "X" 

/ 
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EX. SSMH 

1 inch - 10 ft. 

··Ex-."E1ECTRIC!\L tmLrl'f 
• 

-:I 
~ 
:::> o. tiJ \, .. -

(CONFORM) 

CONSTRUCTION NOTES 

\11TH ROOF STRUC1URE 

INSTALL PORTLAND CEMENT CONCRETE PAVEMENT PER DETAIL "A" ON SHEET 3. 

PORTLAND CEMENT CONCRETE PAVEMENT SHALL HAVE A CONSTRUCTION JOINT PER DETAIL "B" ON 
SHEET 3. PAVEMENT SHALL CONFORM TO EXISTING PAVEMENT. 

~­
~ . 

CD 
0 
0 
0 
® 

SAWCUT AND REMOVE EXISTING PORTLAND CEMENT CONCRETE. INSTALL PORTLAND CEMENT CONCRETE 
PAVEMENT PER DETAIL "C" ON SHEET 3. PAVEMENT SHALL CONFORM TO EXISTING PAVEMENT. 

SAWCUT AND REMOVE EXISTING PAVEMENT. INSTALL HOT MIX ASPHALT CONFORM PER DETAIL "0" ON 
SHEET 3. MATCH TO EXISTING PAVEMENT AT CONFORM LINE. 

LOWER WATER VALVE BOX AND RAISE TO FINISH GRADE AFTER PAVING. 

SHED 

(0.7%) 
~-~ 

~ 

. ~ ·. ~ ~· ... . ·~.-. -+ --:-;· . ~-. 
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MUNICIPAL UTILITY PROPERTY 
APN 010-320-030 

GENERAL NOTES 

1. CONTRACTOR SHALL NOT INTERRUPT SEWER SERVICE AT 
ANYTIME, PER SECTION 71-1.06 OF THE TECHNICAL 
SPECIFICATIONS. 

PLAN 

DESCRIPTION 

PORTLAND CEMENT CONCRETE 

HOT MIX ASPHALT 

GRADE BREAK 

DEEP JOINT (WEAKENED PLANE) 

EX. CONTAINER 

/ 
(CONFORM) 

"' , ';:; EX. STREET liGHT 
(PROTECT IN PLACE) 

~, .. ~~· -~ .~QJ':il .. ~ --
~"'"""" 

- EX. ASPHALT JOINT 
(LOCATION ESTIMATED) 

(0,7") / 
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SAND 

EV 

ASPHALT JOINT 

EX. CONTAINER 

CONTAINER 

/ /~EX. \ ~i \._ Elt ASPHALT JOINT 

ELECTRICAL UTl!.JTl' :QI 

\_-F( 

LEGEND OF SYMBOLS 

EXISTING NEW 

pa nl 
DESCRIPTION 

PROPERTY LINE 

WATER MAIN, GATE VALVE, 
CROSS, & ELBOW 

SANITARY SEWER 

STREET LIGHT 

STREET LIGHT /ELECTRICAL 
CONDUIT & BbXES 

SURVEY CONTROL POINT 
AND SURVEY MONUMENT 

EXISTING 
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SLOPE VARIE~ 
SEE PLANS 

.. 

r #4 HORIZONTAL REBAR @ 12" O.C. EACH WAY. 
REBAR SHALL BE NO CLOSER THAN 3" FROM THE EDGE OF CONCRETE. (TYP.) 

SLOPE VARIEi.. 
SEE PLANS 

• 

, __ 

95% R.C. 

NOTE: 
1. SEE PLAN ON SHEET 2 FOR DEEP JOINT & CONSTRUCTION JOINT SPACING. 
2. SEE DETAIL "E" ON THIS SHEET FOR DEEP JOINT. 
3. SEE TECHNICAL SPECIFICATIONS FOR FINAL BROOM FINISHING OF CONCRETE SURFACE. 

PORTLAND CEMENT 
CONCRETE PCC PAVEMENT DETAIL 

NOT TO SCALE 

TO BACK OF BAY t\ PROPOSED PCC PAVEME T N 

" --' --' 
~ #4 HORIZONTAL REBAR (DOWEL) @ 
"-
0 
UJ 0:: 
'-" 

12" 0. c. 

L-;5 0 
UJ --' r#4 HORIZON TAL REBAR @ 12" 

WAY (TYP.) 
() 

O.C. EACH 
EXISTING CONCRETE SLOPE VARIEi... = ~ t') 

SEE PLANS 
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"~ STOCKPILE PAD ixJ ~M 4:d:&fk!W :A J\U ~ 
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NOTE: 

..4. :A-If ..4. ~ 
D CEMENT CONCRETE 

CLASS 2 AGGREGATE BASE 
95% R.C. 

1. SEE PLAN ON SHEET 2 FOR DEEP JOINT & CONSTRUCTION JOINT SPACING. 
2. DOWELS SHALL BE 12" O.C. AND TIED TO PAD REBAR. 

PORTLAND CEMENT 
CONCRETE (PCC) JOINT DETAIL 

NOT TO SCALE 

TO BACK OF BAY 

PROPOSED SAWCUT 

SAWCUli 
VARIES 

SEE 
PlAN 

PROPOSED PCC PAVEMENT 

#4 HORIZONTAL REBAR (DOWEL) @ 12" O.C. 

DEEP JOINT 
SEE DETAIL "E" 

0:: 

~ #4 HORIZONTAL REBAR @ 12" O.C. EACH WAY 

EXISTING CONCRETE ~ 

~:::;;••M•••• ~ --~--------~- •'-' 

STOCKPILE PAD 

12" 

() 

SLOPE VARIES • 
SEE PLANS- "' 

.a ... 
<I· 

12" 

' 00 

CLASS 2 AGGREGATE BASE 
95% R.C. 

NOTE: 
1. SEE PLAN SHEET 2 FOR DEEP JOINT LAYOUT AND DETAIL E ON THIS SHEET 

FOR DEPTH. 

PROPOSED PCC PAVEMENT 

PORTLAND CEMENT 
CONCRETE PCC JOINT DETAIL 

A 
v 

NOT TO SCALE 

PROPOSED HOT MIX ASPHALT 
VARIES 

SEE PLAN SHEET 

"'-<; U -r:,_ W 1. '-HOT MIX ASPHALT ~('\, 
(2.5" SURFACE LIFT & 3" BASE LIFT) < 
(COMPACTION SHALL BE 97% RC & 2-LIFTS) / 

CLASS 2 AGGREGATE BASE AT 95% R.C. WITH 
MIRAFI BXG120 GEOGRID ON SUBGRADE. 
(MIRAFI BXG 120 GEOGRID MATERIAL WILL BE 
FURNISHED BY THE CITY TO THE 
CONTRACTOR AT NO COST.) 

t\ EXISTING ASPHALT CONCRETE 

" 

D HOT MIXASPHALT HMA CONFORM DETAIL 
NOT TO SCALE 

' <D 
t') 

SLOPE VARIEi.. 
SEE PLANS 

DEEP JOINT \ 'N 

~--~------~------~ 
.. . 4 £!. . . . ... 116<' · ... · 

·" <1 < •. . ·. ~, .• A <1· .. . .. .. 
~~~:A;: ~ ~ )',.,' 

A.: M.;; fA: A.: M.;; A.: ID ~ .. 
..:~ CA;; M ~A.: 4Jl~ M~ M 4:: A.: 

If:; u,. (k fA: k (k A.: ~ A.: A.: A.: A, 
~ [,..b! A, ~ A, 

"'Z..( :A u :A 

NOTE: 
1. SEE PLAN ON SHEET 2 FOR DEEP JOINT & CONSTRUCTION JOINT SPACING. 

DEEP JOINT DETAIL 
NOT TO SCALE 
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